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Abstract 
Determining the fault location using conventional impedance based distance relay in the presence 
of FACTS controllers is a challenging task in a transmission line. A new distance protection method 
is developed to locate the fault in a transmission line compensated with STATCOM with simple 
calculations. The proposed protection method considers the STATCOM injected/absorbed current 
to correct the fault loop apparent impedance and accordingly calculates the actual distance to the 
fault location. The comprehensive equations needed for apparent impedance calculation are also 
outlined and the performance is evaluated and tested with a typical 400 KV transmission system 
for different fault types and locations using MATLAB/SIMULINK software. The evaluation results 
indicate that the new protection method effectively estimates the exact fault location by mitigating 
the impact of STATCOM on distance relay performance with error less than 0.3%. 
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1. Introduction 
The demand of electrical power is tremendously increasing throughout the world, day by day, which causes the 
existing transmission line to increase power transfer capability. The power transfer capability of a transmission 
line can be improved by using reactive power compensation. The Flexible Alternating Current Transmission 
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Systems (FACTS) incorporating power electronic based static controllers have been playing a vital role for the 
past two decades in supporting reactive power compensation, thus enhancing controllability and increasing 
power transfer capability of the existing transmission lines [1] [2]. Static Synchronous Compensator (STATCOM) 
is one of the most widely used shunt FACTS controller, normally connected at the midpoint of the transmission 
line to maintain the connecting point voltage nearly stable by injecting or absorbing reactive power into the 
transmission line system [3] [4]. 

These STATCOM devices introduces some rapid changes in the line parameters like, line currents, line vol-
tages at the relay point in both steady and transient state conditions, which intern changes the apparent imped-
ance seen by the distance protection relay. Hence, fault classification and fault section identification in a 
STATCOM connected transmission line by using the traditional impedance based method are a challenge. Since 
impedance based distance protection relays are widely used for protecting high voltage transmission lines due to 
their simple operating principle [5], at present, it is essential to design a new distance protection scheme, to en-
sure reliability considering the impact of FACTS devices. 

Many researchers have investigated and addressed the impact analysis of distance protection relays in the 
presence of shunt FACTS controllers like STATCOM [6]-[9]. But, only a few have presented suggestions to mi-
tigate the impact of FACTS devices for a transmission system protection [10]-[15].  

Albasri et al. (2007) highlighted the issues encountered when protecting shunt-FACTS compensated trans-
mission line using distance protection and presented practical solutions to mitigate the adverse effects of 
shunt-FACTS compensated lines on distance protection schemes [10]. Kazemi et al. (2010) addressed a new 
adaptive distance protection scheme to mitigate the influence of the STATCOM on the distance relay perfor-
mance. In this scheme, the tripping characteristic of the adaptive distance relay changes based on the informa-
tion received from SCADA about STATCOM controlling parameters and the power system conditions [11]. 
Zhang et al. (2010) analyzed the effect of STATCOM on the performance of distance relay of a transmission 
line and presented new setting principles. But, the practical difficulty in this concept is that when the system pa-
rameter changes, then the setting values have to be adjusted [12]. EI-Zonkoly et al. (2011) proposed a new algo-
rithm to detect and classify the fault and identify the fault position in a transmission line with respect to a mid-
point connected FACTS device. Discrete wavelet transformation and wavelet entropy calculations are used to 
analyze during fault current and voltage signals of the compensated transmission line [13]. Elsamahy et al. 
(2011) investigated the problem raised by the mid-point connected STATCOM on the coordination between the 
generator distance phase back up protection and generator capability curves. They concluded from the results 
that the midpoint STATCOM adversely affected on such coordination. They proposed a new scheme using 
Support Vector Machine (SVM) to enhance the coordination between such protection and the generator capabil-
ity curves [14]. Ghazizadeh-Ahsaee et al. (2012) proposed a new fault location algorithm for the transmission 
lines compensated by the shunt FACTS devices. In this technique, an optimization problem is achieved and then 
the exact location of fault is determined by solving this optimization problem. Synchronized data from the two 
ends of the transmission line are utilized for this technique [15]. It is observed from the above authors’ literature, 
that most of the methods and models suffered from complexity and dependency on different calculations, on a 
large set of founded information. 

To overcome the above difficulties, in this paper, a new distance protection scheme using Current Compensa-
tion Method (CCM) is proposed to locate the fault correctly by mitigating the problems raised by shunt con-
nected FACTS devices i.e. STATCOM with simple calculations. In this method, the apparent impedance of the 
distance relay has been corrected based on the STATCOM injected or absorbed current, calculated at the relay 
location and then the actual distance of the fault point has been calculated. The performance of the proposed 
fault location method was tested with various types of faults at different locations using MATLAB/SIMULINK 
software. 

2. Transmission System Model with STATCOM 
The single line diagram of the two-bus test system under analysis is shown in Figure 1, which is the modified 
version of the test system reported in [12]. The test system consists of a 400 kV 50 Hz, 300 km length transmis-
sion line, with two 6500 MVA equivalent sources Es and Er connected at the sending and receiving end respec-
tively. A 100 MVA STATCOM is installed at the midpoint of the transmission line. The distance relay con-
nected near the sending end (Bus1) is considered for this analysis. 
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Figure 1. Single line schematic diagram of the test system.                                                          

 
The main function of the midpoint connected STATCOM is to regulate the connecting point voltage of the 

transmission line to the setting value by supplying or absorbing the reactive current. When a fault occurs in the 
transmission line, the STATCOM consumes or supplies the reactive power to the transmission line system to 
regulate the connecting point voltage (Vt). The reactive power exchange between STATCOM and the transmis-
sion system can be controlled by varying the voltage (Vs) of the three-phase voltage source inverter. If Vs is 
greater than Vt STATCOM supplies the reactive power to the system or if Vs is less than Vt it consumes reactive 
power from the system. The amplitude of the voltage source inverter can be adjusted by changing the dead angle 
δ and/or the DC capacitor voltage [16] [17].  

3. Fault location Estimation Using CCM 
Figure 2 shows the equivalent circuit diagram of the test system for the faults occurring beyond the STATCOM 
location. 

In Figure 2 
RE  is the voltage measured at the relay point, 

LI  is the current flowing in the line, 
shI  is the current injected by STATCOM, 

RI  is the current measured at the relay point, 
fI  is the current flowing in the fault resistance, 
fR  is the fault resistance, 
LZ  is the impedance of the transmission line, 
stX  is the STATCOM equivalent reactance, 

1E  & 2E  are sending end and receiving end bus voltage, 
1I  & 2I  are sending end and receiving end line current, 

d  is per unit distance from the relay point to the fault point. 
The phase voltage at the relay location can be calculated by using the following equations, 

( ) ( )0.5 0.5 0.5R L R L sh L R f fE Z I d Z I d Z I R I= + − + − + .                   (1) 

The apparent impedance seen by the distance relay ( )relayZ  can be estimated by dividing the phase voltage 

( )RE  with phase current ( )RI  at the relay location. 

i.e. ( ) ( )0.5 0.5 0.5 fsh
relay L L L f

R R

IIZ Z d Z d Z R
I I

= + − + − + .                  (2) 

Assuming the fault to be metallic fault, 

1 0.5sh sh
relay L L

R R

I IZ dZ Z
I I

 
= + − 

 
.                           (3) 

The actual apparent impedance is expressed as, 
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Figure 2. Equivalent circuit diagram of the test system.                                                
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It is clear that the actual apparent impedance can be calculated accurately when the STATCOM current ( shI ) 
is known [18]. Once the apparent impedance is calculated accurately, then the exact fault location (d) is easily 
estimated by dividing the actual apparent impedance ( APPZ ) with the line impedance ( LZ ). 

It is noted that, the phasor variables are chosen based on the type of fault occurring in the power transmission 
line. For single phase-to-ground fault at phase “A”; these variables are 

R AE E=                                      (5) 

0 0R AI I K I= +                                   (6) 

( ) ( )0sh st A stI I I= −                                  (7) 

0 1
0

1

Z ZK
Z
−

=                                     (8) 

where  
AE : phase “A” voltage at the relay location, 

AI : phase “A” current the relay location, 
0I : zero sequence current at the relay location, 

0K : zero sequence compensation factor of the line, 
1Z : positive sequence impedance of the line, 
0Z : zero sequence impedance of the line, 
( )st AI : STATCOM phase “A” current, 

( )0stI : STATCOM zero sequence current. 

Similarly, for single phase-to-ground faults in phases “B” and “C”, the appropriate phase quantities have been 
used. For line-to-line fault between phase “A” and “B”; these variables are 

R A BE E E= −                                     (9) 

R A BI I I= −                                    (10) 

( ) ( )sh st A st BI I I= −                                  (11) 

where  
BE : phase “B” voltage at the relay location, 

BI : phase “B” current at the relay location, 
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( )st BI : STATCOM phase “B” current. 

Similarly, for line-to-line faults between phases “B” and “C” and phases “A” and “C”, the appropriate phase 
quantities have to be used.  

4. Proposed Distance Protection Method 
The flowchart of the proposed distance location model is depicted in Figure 3. Instrument transformers are 
connected to measure the voltage and current signals at the relay point. An analog anti aliasing filter filters the 
fault transients before sampling, to avoid aliasing of the input waveforms. A data acquisition system with 100 
kHz sampling frequency calculates the signals as a string of samples. The Discrete Fourier Transform (DFT) 
block, transfers the sampled current and voltage signals to phasor quantities. The STATCOM injected/absorbed 
current is made available at the relay impedance measurement units with the help of SCADA to calculate the 
correct value of the apparent impedance. The symmetrical component block produces three symmetrical com-
ponents from the phase currents. Six impedance measurement equations perform the impedance estimation. 
Among these, three equations detect faults which involve more than one phase and the remaining three equa-
tions detect phase-to-ground faults. Each equation estimates the apparent impedance separately and identifies 
the fault location. If the apparent impedance estimated by any relay equations is within the characteristic, then a 
trip signal is issued to the circuit breaker. The relay logic uses the Mho type-operating characteristic.  

The equations to estimate the apparent impedance for various fault conditions are listed in Table 1. For single 
phase-to-ground fault at phase “A”, the apparent impedance ( APPZ ) is measured by the equations ( AZ ). Simi-
larly, for single phase-to-ground faults in phase “B” and “C”, the appropriate measurement equations have been 
used. For line-to-line fault between phase “A” and “B”, the apparent impedance ( APPZ ) measured by the equa-
tions ( ABZ ). 

 

 
Figure 3. Flowchart of the proposed distance relay model.                                             
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Table 1. Apparent impedance equations for various fault conditions.                                                    

Types of fault Formula for apparent impedance calculation ( APPZ ) 

“A” phase-ground fault ( )
( ) ( )

( ) ( )

0

0 0 0 0

0

0 0

0.5

1

St A StA
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I K I
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+ +
=

−
+

+

 

“B” phase-ground 
fault ( )

( ) ( )
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0
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0
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“C” phase-ground fault ( )
( ) ( )

( ) ( )

0
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0
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“A” phase-“B” phase-fault/“A” phase-“B” phase-ground fault ( )
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“B” phase-“C” phase-fault/“B” phase-“C” phase-ground fault ( )
( ) ( )

( ) ( )

0.5

1
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L
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L
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Similarly, for line-to-line faults between phases “B” and “C” and phases “A” and “C”, the appropriate equa-

tions have to be used. For three phase fault (line-to-line-to-line-ground) any one of the line-to-line fault equa-
tions can be used. The STATCOM injected/absorbed current is made available at the relay impedance mea-
surement units to calculate the correct value of the apparent impedance. The SCADA [19], with dedicated 
communication links provides the information about the STATCOM injected/absorbed current at the relay point. 

5. Simulation Results and Discussion 
Figure 4 shows the MATLAB/ SIMULINK model of the 400 kV 50 Hz, 300 km length test transmission system 
with 100 MVA STATCOM to evaluate the performance of the developed fault location algorithm.  

The performance of the proposed method, have been evaluated for various types of faults on the transmission 
system at various locations. The results i.e. three phase voltages and currents obtained at the relay point have 
been exported as the input to the distance relay model. The Mho relay characteristics at a sampling rate of 6 kHz 
(120 samples per cycle) have been used to detect the faults. The relay is set to protect 80% (240 km) of the 
transmission line. Even though several cases are involved in the analysis, only two cases of impedance trajecto-
ries i.e. “A” phase-to-ground fault and “A” phase-to-”B” phase-to-ground fault with zero fault resistance are 
discussed below. In addition, the effect of the fault occurring before the STATCOM location and after the 
STATCOM location is also discussed. 
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Figure 4. The Simulink model used to simulate the proposed algorithm.                                              

5.1. Impedance Trajectories for Single Phase Fault 
Apparent impedance trajectories of the conventional distance relay and the proposed distance relay with Mho 
characteristic for “A” phase-to-ground fault occurring at the fault distance of 240 km is shown in Figure 5. It is 
evident that the apparent impedance seen in the conventional distance is higher (80.98 ohms) than that of the 
apparent impedance seen by the proposed distance relay (77.05 ohms), which is outside the Mho characteristic, as 
during the fault, the reactive power injected by the STATCOM increases the voltage at the connecting point which, 
in turn increases the apparent impedance seen by the conventional distance relay.  

Therefore, the conventional distance relay under reaches and hence it does not give the trip signal. But the 
apparent impedance seen by the proposed distance relay is almost same as the impedance seen by the conven-
tional distance relay without STATCOM which settles inside the Mho characteristic and issues the trip signal 
correctly. 

The test results of the transmission system the conventional distance relay and the proposed distance relay for 
“A” phase to ground fault are shown in Table 2. It clearly shows that when the fault occurs between the relay 
point and the STATCOM location (between 10 and 150 kilometers, in this case), there is not much change in the 
apparent impedance measured by the distance relay i.e. measured impedance is almost the same as that of the 
system without STATCOM.  

For example, when the fault occurs at 120 km, the apparent impedance measured by the conventional distance 
relay is 38.58 ohms and the proposed distance relay is 38.57 ohms. This is due to the fact that when the 
STATCOM is not present in the fault loop, then the measured impedance is equal to actual line impedance of 
the line section between the relay point and the fault point. 

When the fault (“A” phase-to-ground fault) occurs beyond the STATCOM location i.e. between 150 and 300 
kilometers, the apparent impedance of the system is greater as the STATCOM is involved in the fault loop. It is 
observed that (refer to Table 2) when the fault occurs at a distance of 240 km, the proposed distance relay 
measures 77.05 ohms, whereas the conventional distance relay measures the apparent impedance as 80.98 ohms, 
which is higher than that of the proposed distance relay measurement. 

5.2. Impedance Trajectories of Phase-to-Phase Fault 
The impedance trajectory of the conventional distance relay and proposed distance relay for “A” phase-to-”B” 
phase-to-ground fault created at a distance of 240 km is shown in Figure 6. It clearly shows that the protection  
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Figure 5. The apparent impedance trajectories for single phase fault.      

 

 
Figure 6. The apparent impedance trajectories for phase-to-phase fault.         

 
Table 2. Variations of the apparent impedance for “A” phase-to-ground fault.                                          

Fault location in km 
Apparent impedance in ohms with STATCOM 

Using conventional distance relay Using proposed distance relay 
20 06.37 06.35 
40 12.89 12.89 
60 19.25 19.25 
80 25.88 25.88 
100 32.00 32.10 
120 38.58 38.57 
140 44.98 44.99 
160 51.98 50.98 

180 59.25 57.60 

200 68.11 63.90 

220 74.38 70.62 

240 80.98 77.05 

260 88.94 83.21 

280 97.88 89.65 

-20 0 20 40 60 80

0

20

40

60

80

100

Apparent resistance (ohms)

A
pp

ar
en

t r
ea

ct
an

ce
 (o

hm
s)

Proposed
distance relay

Conventional
distance relay 

-40 -20 0 20 40 60 80

0

20

40

60

80

100

Apparent resistance (ohms)

A
pp

ar
en

t r
ea

ct
an

ce
 (o

hm
s)

Proposed
distance relay

Conventional
distance relay 



R. Ilango, T. Sree Renga Raja 
 

 
3139 

zone of the conventional distance relay under reaches, whereas the proposed distance relay estimates the exact, 
apparent impedance of the transmission system and operates as anticipated. 

The variations of the apparent impedance for “A” phase-to-”B” phase-to-ground fault with different fault lo-
cations of the conventional distance relay and the proposed distance relay are shown in Table 3. For a system with 
STATCOM, it is observed that when the fault occurs before the STATCOM location, the proposed distance relay 
and conventional distance relay measure almost the same values. But, if the fault occurs after SATACOM location 
i.e. for 240 km, the proposed distance relay measures 77.03 ohms and conventional distance relay measures 78.58 
ohms. It clearly shows that when the fault occurs between the relay location and after the STATCOM location, the 
conventional distance relay measurement is higher than that of the proposed distance relay measurement.  

The results (refer to Table 3) show that the new proposed distance protection method effectively mitigates the 
impact of STATCOM on the apparent impedance measurement of the distance relay and functions properly 
without error. 

5.3. Estimation of Fault Location 
The test results under several fault scenarios with different fault locations are shown in Table 4. The table con-
sists of fault type, fault location, estimated fault location using conventional measurements and the proposed 
distance relay measurements. A single-phase fault (“A” phase-to-ground fault) condition is an example, where 
when the fault is at 240 km, the estimated fault location based on conventional measurement is 253 km, but es-
timated fault location based on the proposed distance relay measurement is 240.7 km.  

Similarly, for the phase-to-phase fault (“A” phase-to-”B” phase-to-ground fault) condition, the estimated fault 
location based on conventional distance relay measurement is 245.5 km, but the estimated fault location based 
on the proposed distance relay measurement is 240.7 km. In almost all the cases the proposed distance relay 
measurement error is below 0.3%. The results clearly show that the proposed distance protection method to es-
timates the fault location correctly and effectively mitigates the impact of STATCOM on the distance relay per-
formance for various fault conditions. 

 
Table 3. Variations of the apparent impedance for “A” phase-to-“B” phase-to-ground fault.                             

Fault location in km 
Apparent impedance in ohms with STATCOM 

Using conventional distance relay Using proposed distance relay 

20 06.37 06.37 

40 12.73 12.73 

60 19.08 19.08 

80 25.42 25.42 

100 31.70 31.75 

120 38.58 38.09 

140 45.20 44.88 

160 51.70 50.87 

180 58.91 57.66 

200 65.04 63.88 

220 71.69 70.62 

240 78.58 77.03 

260 85.57 83.40 

280 92.64 89.68 
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Table 4. Estimation of fault location with types of faults.                                                         

Fault type Actual fault 
location (km) 

Estimated fault location 
based on conventional 

measurements (km) 

Estimated fault location 
based on new distance relay 

measurements (km) 

Line-to-ground fault 
(“A” phase-ground fault) 

40 40.2 40.2 

80 80.8 80.8 

120 120.5 120.5 

160 162.0 159.3 

200 212.8 199.6 

240 253.0 240.7 

280 305.8 280.1 

Line-to-line-to-ground fault 
(“A” phase-“B” phase-ground fault) 

40 39.7 39.7 

80 79.4 79.6 

120 119.0 120.0 

160 162.1 159.3 

200 203.2 199.9 

240 245.5 240.7 

280 289.5 280.1 

Line -to-line-to-line-to-ground fault 
(“A” phase-“B” phase-“C” phase-ground fault) 

40 39.7 39.70 

80 79.4 79.6 

120 119.0 119.0 

160 162.1 159.3 

200 203.2 199.9 

240 245.5 240.7 

280 289.5 280.1 

6. Conclusion 
A fault location method for STATCOM connected transmission line distance protection using Current Compen-
sation Method (CCM) was developed and tested successfully to overcome the problems arising from the con-
ventional methods. The fault loop apparent impedance in the proposed method is corrected based on the 
STATCOM injected/absorbed current and accordingly the actual distance to the fault is calculated. Comprehen-
sive equations required for new digital distance relay to calculate the accurate fault location are derived. Test 
results proved that the proposed method yielded accurate estimates of the fault location and effectively mitigated 
the impact of STATCOM on the distance relay performance. The accuracy of the proposed method is high in 
almost all the cases and the error is kept below 0.3%. By using the proposed method, it is possible to design an 
accurate and reliable distance protection scheme for STATCOM compensated transmission lines. 
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