Synthetic Reconstruction of Water Demand Time Series for Real Time Demand Forecasting

Bruno M. Brentan¹, Lubienska C. L. J. Ribeiro², Edevar Luvizotto Jr.¹, Danilo C. Mendonça², José M. Guidi³

¹Water Resources Department, School of Civil Engineering, Unicamp, Campinas, Brazil
²School of Technology, Unicamp, Limeira, Brazil
³Company of Water Supply of São Paulo, Franca, Brazil
Email: brunocivil08@gmail.com, lubi@ft.unicamp.br, josemguidi@gmail.com

Received 11 September 2014; revised 8 October 2014; accepted 2 November 2014

Abstract

The forecasting of the demand applied to water supply systems has been an important tool to realize time control. The use of the time series to do the forecasting of the demand is the main way that has been used by researchers. By this way, the need of a complete time demand series increases. This work presents two ways to reconstruct the water demand time series synthetically, using the Average Reconstruction Method and Fourier Method. Both the methods were considered interesting to do the synthetic reconstruction and able to complete the time series, but the Fourier Method showed better results and a better fitness to approximation of the water consumption pattern.

Keywords

Water Demand Forecasting, Synthetic Reconstruction, Water Supply Systems

1. Introduction

The increase of the demand on the urban water supply systems and the need of accuracy on the control of these systems require an increase at the precision of the forecasting of the water demand. According to [1], this activity in water supply systems becomes an essential tool for the design, operation, and management. The activities of operation and management of these systems require a short-term demand forecasting because these activities are done at real time or near real time and this control needed more information of the demand to supply the...
consumers with more quality and safety.

The short term forecasting can be done by the analysis of measured time series of consumption at the sector that is being controlled and managed, and the time demand series can be obtained by the measurement of water flow at consumption points or outflow of reservoirs or tanks for example.

Sometimes, these measurements are done by electronic apparatus which are subject to troubles such as electrical fail or data storage that jeopardize the data consistency and can harm the temporal series analysis.

Several methods to forecasting the water consumption have been proposed by researchers. [2]-[5] mostly use temporal series analysis and cross-relation. But a few works have been proposed to treat the problem of the synthetic complete of these series. To complete the fails occurred during the measurement of the demand data, this work proposes two methods: one based on daily average and monthly averages, another based on Fourier Series.

2. The Demand Analysis

If a time series of water demand is observed, it is possible to see a periodic oscillation on the consumption of water. Furthermore, if the sector that is being managed is a residential sector, the oscillation is more known, because the consumption of water at a residential sector is widely studied. So it is possible to confirm that this oscillation will be repeated with a few variations at the values in a week [6].

Another observation that is possible to do: the behavior of the demand follows a pattern according the day of the week. By this way, if a value of the demand is known at one time of one weekday, it’s expected a repeat of any value near of the known demand. The deviation of the expected demand can be justified because the value of the demand is affected by the weather factors such as rain, temperature variation, relative humidity [7].

For this work, the analysis of the water demand was done using a real time series obtained with a measurement of the consumption of water in a residential urban sector at Franca, a city of the state of São Paulo, Brazil. The measurement was done for 26 months every 20 minutes of all days.

The graphic at Figure 1 and Figure 2 can illustrate the behavior of the water demand at 24 hours for 5 days. The first shows the variation for 5 days at the same week and the second graphic shows the variation of the demand for the 5 same weekdays. At this work, the determination of the observation period of the water demand behavior was done with the analysis of a day that will be used for a validation of the purposed methods. Taking this day as a d-day, it is possible to take two days after and two days next with them measured demands and plotting these demands, it is possible to obtain the follow curves. These figures can help the analysis of the variation of the demand, confirming the repetition of the pattern of consumption said above.

At Figure 1, it is possible to observe a bigger variation of the demand among the days. The main information that the week of the analyzed day is the local variation of the demand by the weather factors. Looking for the week, it is possible to see the increase or decrease of the demand.

Figure 2 confirms the idea of the correlated behavior of the demand with the weekday. Take this information can be important to determine the reconstruction of the water time series because the pattern of the demand is repeated at a weekday.

3. Average Reconstruction Method

The method of Averaged Reconstruction was developed based on the methods of synthetic reconstruction of rain time series and considering the demand variation showed above. The method uses the week pattern of consumption and the weekday pattern of consumption. With the measured demand of the two days after the analyzed day and two days next, it is possible to calculate the average consumption for each day and with this value, for each time of measurement, it is possible to determine a factor \( f_1 \), which means the deviation between the demand of each measurement time and the average value.

\[
 f_{i1(d)} = \frac{\text{demand}_{i,d} - \text{average}_d}{\text{demand}_{i,d}} \quad (1)
\]

where \( f_{i1(d)} \) is the week factor for day \( d \) to time-measurement \( i \). demand\(_{i,d} \) is the water demand measured at day \( d \), at time \( i \). And average\(_d \) is the average water consumption for day \( d \).

After, it is possible to calculate the average \( f_{i1(d)} \), called \( f_i^1 \), and with this value, multiplying by the average demand it is possible to obtain an estimated value \( D_{i,d} \), the demand for each time of measurement \( i \).
After the calculation of the $f_{w(i,d)}$, it can take two weekday ago and two weekday after the analyzed day that it wants to reconstruct the time series. Doing the same process to calculate $f_{2(i,d)}$, it can obtain another estimated value $D_{2_j}$.

So is possible to compose a final demand $D_i$ with $D_{1_j}$ and demand $D_{2_j}$, as follow:

$$D_i = w \cdot D_{1_j} + (1 - w) \cdot D_{2_j}$$

where $D_i$ is the reconstructed water demand for the time $i$ and $w$ is the weight of the demand $D_{1_j}$. This weight tries to ponder the importance of the information of the week compared with the information of the weekday.

With the value of the demand $D_i$, it is possible to calculate the error $E$ according the Equation (3):

$$E = \sum_{i=1}^{n} (D_i^* - D_i)^2$$

where $D_i^*$ is the measured demand for the time $i$. 
The value of $w$ is determined by a minimization of $E$, which shows the factor most important at composition of the final demand using the solver of the MS Excel 2007®.

To validate this method, the work purposes a reconstruction of two days that was full measured and by this way evaluate the final value of $E$. Table 1 shows the value of the function $E$ for the two tested days.

Considering the method of the calculation the demand $D_1$ (Week average) and $D_2$ (Weekday average) the Figure 3 and Figure 4 above show the behavior of these reconstructed demands and the final demand $D$.

It is possible to observe the method can do a good reconstruction of the time series but it is not able to reproduce the big variation of the demand all day along as observed at time 35 (Figure 3) or 55 (Figure 4).

4. Fourier Series Method

Knowing the repetition of the oscillation on the demand, this second method purposes the use of the Fourier series to reconstruct the time series of the water demand. The method uses a combination of sine and cosine those will be approximate the function to the measured data. The application of the Fourier series was inspired on the work of [8] that applies this method to model the behavior of the electrical residential demand, as well the water demand has a typical oscillation all day along.

The demand $D_i$ can be written as:

$$D_i = \sum_{i=1}^{k} \left(a_i + a_i \cdot \cos (j \pi x_i) + b_i \cdot \sin (j \pi x_i)\right)$$  \hspace{1cm} (4)

The index $j$ corresponds to the number of the terms of Fourier series. At this work, as showed at Figure 5 and Figure 6, the number of terms was chosen as four because, like it is possible to observe at figures, there is a few

<table>
<thead>
<tr>
<th>Analyzed Day</th>
<th>Error (l/s)</th>
</tr>
</thead>
<tbody>
<tr>
<td>06/05/2012</td>
<td>0.19</td>
</tr>
<tr>
<td>07/28/2012</td>
<td>0.16</td>
</tr>
</tbody>
</table>

Table 1. Squatter error of the averaged method applied for two days.
improvements on the capacity of reproduction of the time series when the number of terms is changed of 3 for 4 terms (value of \(j\)). The value of \(x_i\) can be obtained doing a transformation with the value \(i\), the time of measurement, according the Equation (9).

According to [9], it is possible to determine the coefficients of the Fourier series as follow:

\[
a_0 = \left( \sum_{i=1}^{n} \text{demand}_i \right) / n
\]

\(5\)
1442

Figure 6. Behavior of the reconstructed demand for day 07/28/2012.

Table 2. Squatter error of the Fourier Method applied for two days.

<table>
<thead>
<tr>
<th>Analyzed Day</th>
<th>Error (l/s)</th>
</tr>
</thead>
<tbody>
<tr>
<td>06/05/2012</td>
<td>0.085</td>
</tr>
<tr>
<td>07/28/2012</td>
<td>0.087</td>
</tr>
</tbody>
</table>

\[
a_j = 2 \cdot \sum_{i=1}^{n} \text{demand}_i \cdot \cos(j \cdot x_i)
\]

\[
b_j = 2 \cdot \sum_{i=1}^{n} \text{demand}_i \cdot \sin(j \cdot x_i)
\]

\[
x_i = \left(2 \cdot \pi \cdot i \right) / n
\]

where \( \text{demand}_i \) is the demand at time \( i \) for the day that want to do the reconstruction. Using the same days those was used to validate the Average Reconstruction Method, it was done a reconstruction of a measured time series. Below, the Table 2 shows the value of the \( \varepsilon \) function for this method.

The Fourier Method was more effective to reconstruct the time series of water demand. Besides the reduction of the squatter error, the graphic shows the less deviation at the shape of the behavior of the demand. The capacity of this method to represent de oscillation of the demand can justify the better results.

5. Conclusions

The forecasting of demand, mainly the short term forecasting has been more important to definition of the operation at real time on the water-supply systems. The measurement of the demand to generation of a forecasting model, sometimes, has any fails that can give troubles to determine a reliable model. By this way, this work purposed two methods to do a synthetic reconstruction of water demand time series.

At first, the Averaged Reconstruction Method, whose fitness could be considered acceptable, though for some times, it is possible to observe a significant deviation between the measured data and the synthetic data. This deviation is observed because the technique was not able to complete all time series along. By Figure 3 and Figure 4 it is also possible to observe the improvement at fitness using the composition of the final demand by the reduction of this deviation.
The second method, Fourier Series Method, was able to determine with more accuracy the behavior of the demand all day along. The advantage of the Fourier method is the reduction of the deviation between the reconstructed demand and the measurement. But also this method was not able to reproduce the extreme variation of the demand some times of the day.

All methods can be applied to compose the study of the time series of the demand. Maybe the Fourier Method can be more efficient to define the unknown demands and can give more reliable forecasting model.

References


Scientific Research Publishing (SCIRP) is one of the largest Open Access journal publishers. It is currently publishing more than 200 open access, online, peer-reviewed journals covering a wide range of academic disciplines. SCIRP serves the worldwide academic communities and contributes to the progress and application of science with its publication.

Other selected journals from SCIRP are listed as below. Submit your manuscript to us via either submit@scirp.org or Online Submission Portal.