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Abstract
Energy is critical to the economic growth and social development of any
country. Indigenous energy resources need to be developed to the optimum
level to minimize dependence on imported fuels, subject to resolving economic, environmental and social constraints. This led to an increase in research and development as well as investments in the renewable energy industry in search of ways to meet the energy demand and to reduce the dependency on fossil fuels. Wind and solar energy are becoming popular owing
to the abundance, availability and ease of harnessing the energy for electrical
power generation. This paper focuses on an integrated hybrid renewable
energy system consisting of wind and solar energies. Many parts of Libya
have the potential for the development of economic power generation, so
maps locations were used to identify where both wind and solar potentials are
high. The focal point of this paper is to describe and evaluate a wind-solar
hybrid power generation system for a selected location. Grid-tied power generation systems make use of solar PV or wind turbines to produce electricity
and supply the load by connecting to the grid. In this study, the HOMER
(Hybrid Optimization Model for Electric Renewable) computer modeling
software was used to model the power system, its physical behavior and its
life cycle cost. Computer modeling software was used to model the power
system, its physical behavior and its life cycle cost. The hybrid power system
was designed for a building at the University of Al-Marj (MARJU). Through
the use of simulations, the installation of ten 100-kW wind turbines and
150-KW solar PV was evaluated.
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1. Introduction
The main resources of energy usage in Libya are oil and gas which results in high
emissions of carbon dioxides and other gases. The modern world emphasizes
using renewable energy to generate electricity because of its low damage to the environment. The hybrid power plant is a newly developed technology that is used
to convert solar energy combined with any system that generates energy [1] [2].
Since the oil crisis in the early 1970s, the utilization of the solar and wind
power has increased significantly. In recent years, hybrid PV/wind systems have
become viable alternatives to meet environmental protection requirements and
electricity demands. A hybrid solar-wind energy system uses two renewable
energy sources. Hence, efficiency and power reliability of the system increase.
However, aggregating inherently stochastic power sources such as wind and solar to achieve reliable electricity supply is a non-trivial problem. To use solar and
wind energy resources more efficiently and economically, the optimal sizing of
hybrid PV/wind systems is important [3]. One of the applications of a PV array
and wind turbine is constructing a hybrid energy system PV/wind for use in
commercial buildings. The feasibility study of using hybrid energy systems has
been an important subject of research around the world in recent years. For instance, Amutha and Rajini (2015) investigated the economic, technical and environmental performance of various hybrid power systems for powering a remote
telecom [4]. They concluded that replacing the present arrangement of the diesel
power telecom system with their proposed SPV/Wind or SPV/Wind/FC was not
just economically justifiable, but also its environment-friendly nature makes it
an attractive option to supplement the energy supply from other sources. Nafeh
(2011) attempted to size an optimal PV-wind hybrid system by minimizing the
total cost of the proposed hybrid energy system and maintaining the loss of
power supply probability (LPSP) of the system less than a certain fixed value [5].
Dursun et al. (2013) investigated the possibility of obtaining electricity from solar/wind hybrid systems in the remote Turkish city of Edirne. He attempted to
decrease the high cost of operating a standalone diesel system and achieve a substantial amount of fuel saving [6].
Ensuring energy security and energy resources used in this country in the future need to be diversified. Also, to ensure the continuity of supply, an energy
mix needs to be rationalized by considering important factors, such as the economic cost, environmental impact, reliability of supplies and convenience to
consumers. The hybrid renewable power generation is a system aimed at the
production and utilization of the electrical energy stemming from more than
one source, provided that at least one of them is renewable.
To evaluate the development of the wind-solar hybrid power generation systems in Libya solar energy and wind energy potentials are investigated at geographically locations by collecting data from different sources. Then, selected
locations were analyzed using a software tool, the HOMER (Hybrid Optimization Model for Electric Renewable). This software is a micro-power optimization
DOI: 10.4236/wjm.2019.94006
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model for both off-grid and grid connected power systems for a variety of applications. Wind-solar hybrid systems have numerous advantages [7] [8]. One of
the advantages is reliability. When solar and wind power production resources
are used together, the reliability is improved and the system energy service is
enhanced. What this mean is that in the absence of one type of energy, another
would be available to carry out the service. Other advantages are the stability and
lower maintenance requirements; thus reducing downtime during repairs or
routine maintenance. In addition, being indigenous and free, renewable energy
resources contribute to the reduction of pollution emissions.

2. MARJU Hybrid Power Generation System
A design of a low cost power system that combines both wind electric and solar
electric technologies is described in this paper. This hybrid system was designed
to deliver 0.25 M Watts of continuous power to Al-Marj University (MARJU) to
power a wide range of appliances and lower the consumption of the university
that provided by the Libyan General Electric Company (Table 1). The system
was composed of a wind generator, a solar panel, and an inverter. The solar panel and wind turbine work in tandem. An inverter was used to convert DC power
into AC power suitable for domestic use.

3. Designing and Modeling of Hybrid System with HOMER
The Hybrid Optimization Model for Electric Renewable (HOMER), which is
copyrighted by the Midwest Research Institute (MRI), is a computer model developed by the US National Renewable Energy Laboratory (NREL) to assist in
the design of power systems and facilitate the comparison of power generation
technologies across a wide range of applications (HOMER, ver.2.81 Beta).
Table 1. MARJU consumption [15].
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Date

Total month
consumption
(MWH)

Average day
consumption
(MWH)

Consumption
per hour (MWH)

Jan

57.6

1.92

0.240

Feb

51.52

1.84

0.230

Mar

50.40

1.68

0.210

Apr

46.8

1.56

0.195

May

47.56

1.64

0.205

Jun

56.40

1.88

0.235

Jul

57.6

1.92

0.240

Aug

58.8

1.96

0.245

Sep

50.4

1.68

0.210

Oct

54

1.8

0.225

Nov

60

2

0.250

Dec

57.6

1.92

0.240

83

World Journal of Mechanics

P. Jenkins et al.

HOMER is used to model a power systems physical behavior and its life-cycle
cost, which is the total cost of installing and operating the system over its life
time. HOMER performs three principal tasks: simulation, optimization and a
sensitivity analysis based on the raw input data given by user. In the simulation
process, the performance of a particular power system configuration for each
hour of the year was modeled to determine its technical feasibility and lifecycle
cost. HOMER can simulate a wide variety of power system configurations, comprising any combinations of PV array, wind turbines, run-off-river hydro turbines, generators and battery bank systems with grid connection or off-grid systems that can serve electrical and thermal loads. The simulation process serves
two purposes. First, it determines whether the system is feasible. Second, it estimates the lifecycle cost of system, which is the total cost of installing and operating the system over its lifetime [9] [10].

3.1. Location Selection
The objective of the paper was to design and model a grid-connected wind-solar
hybrid power generation system to meet a certain part of the load requirement
of a local grid. As discussed in earlier, the Wind and Solar potential of different
geographical locations were studied through literature searches and the detail
analysis of identified locations (University of Al-Marj, Libya) was carried out as
shown in Figure 1.

3.2. Wind and Solar Hybrid Power System Configuration
The grid connected wind solar hybrid system consisted of a local grid, PV arrays,
wind turbines and inverters. The HOMER software was used as a tool to carry
out the analysis. Figure 2 shows the configuration of the grid connected hybrid
power system. HOMER requires input information in order to analyze a system.
Those inputs are described in detail below.
3.2.1. Wind Resource
Hourly measured wind speed data from the NASA surface meteorology and solar energy database at 10 m height was used as the wind resource input data.

Figure 1. Geographical map of area (Proposed location for wind-solar hybrid power
plant).
DOI: 10.4236/wjm.2019.94006
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Figure 2. Configuration of grid connected hybrid
wind-solar system in HOMER.

Figure 3 illustrates the monthly averaged wind speed data that was obtained.
The average wind speed ranges from 4.4 m/s to 8.1 m/s with an annual average
of 6.69 m/s.
3.2.2. Solar Radiation
The solar resource data gives the amount of global solar radiation that strikes
earth surface in a typical year. The measured hourly average solar radiation on
NASA surface meteorology and solar energy database was used as solar resource
input data. The latitude was 32˚29' and the longitude was 20˚50' for this location.
The average solar radiation ranges from 2.6 kWh/m2/day to 7.9 kWh/m2/day
with an annual average of 5.4 kWh/m2/day. The average clearness index is 0.56.
The monthly average solar radiation and clearness index are shown in Figure 4
[11].
3.2.3. Wind Turbine
A wind turbine is a device that converts the kinetic energy of the wind into AC
or DC electricity. Several wind turbine manufactures, such as Vestas, RE power,
Gamesa, Siemens, GE Wind Energy, Enercon, etc. were evaluated for use in this
model. The size of the turbine model to be used within a project was based on
available wind turbine models, the wind resource at the site, and the ability to
perform maintenance. The wind profile and wind speeds at each specific site
were evaluated to identify which turbine was suitable for the particular site conditions. As the wind turbine itself may be as much as 70% of the total project
cost it was vital that it produced the optimal electricity for the given site [12].
The most suitable wind turbine for the proposed plant was selected by considering wind power density, average wind speed and power requirement of the
site. The wind turbine with a rated power of 150 kW was chosen for the design
in order to harness the low wind speed efficiently. Figure 5 shows the power
curve of the selected wind turbine, a Generic 10 KW. The Technical characteristics of Generic 10 KW are given in Table 2.
DOI: 10.4236/wjm.2019.94006
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Figure 3. Monthly average wind speed data.

Figure 4. Monthly averaged solar radiation and clearness index.

Figure 5. Power curve of generic 10 KW wind turbine.
Table 2. Generic 10 KW wind turbine specification.

DOI: 10.4236/wjm.2019.94006

Rated power

100 KW

Start up wind speed

3 m/s

Rated wind speed

12 m/s

Cut out wind speed

21 m/s

Tower height

50 m

Rotor diameter

22 m

Swept area

2300 m2

Power regulation

Pitch regulated with variable speed

86

World Journal of Mechanics

P. Jenkins et al.

The installed costs in 2010 for onshore wind farms typically ranged between
$1800/kW and $2200/kW in most major markets. Wind turbines account for
64% to 84% of total installed costs onshore, with grid connection costs, construction costs, and other costs making up the balance. Off-shore wind farms are
more expensive and cost $4000 to $4500/kW, with the wind turbines accounting
for 44% to 50% of the total cost [13]. Modern wind turbines are designed to
work for 120,000 hours throughout their estimated lifespan of 25 years. The life
time of the wind turbine considered in this study was assumed to be 25 years.
The estimated maintenance costs for modern machines are in the range of 1.5%
to 2% of the original investment per annum [14]. Using these values, a 100 KW
power plant capital cost will be $1.3 million and the expected O&M cost for the
same power plant was $15,000 per year.
3.2.4. Photovoltaic Arrays
The Sunpower x21-335-BLK solar module was selected for the design which has
a life time of 25 years with a 21% efficiency. The electrical characteristics of the
Sunpower x21-335-BLK are given in Table 3. The assumed installation cost of
the 150 KW PV array system was $5.6 million with operational and maintenance
cost at 1% of total investment cost. The duration factor was 80% for a lifetime of
25 years.
3.2.5. Converter
A converter is a device that converts electric power from DC to AC in a process
called inversion, and/or converting from AC to DC is a process called rectification. The converter size, which is a decision variable, refers to the inverter capacity, meaning the maximum amount of AC power that the device can produce
by inverting DC power. The rectifier capacity, which is the maximum amount of
DC power that the device can produce by rectifying AC power as a percentage of
the inverter capacity, has been specified. The final physical properties of the
converter are its inversion and rectification efficiencies, which were assumed to
be constant. The inverter and rectifier efficiencies were assumed to be 90% and
85% for this study. The inverter capacity size was selected as 10 kW at a cost of
$0.30 million and inverter lifetime of 15 years. Operating and maintenance cost
Table 3. Electrical characteristics of Sunpower x21-335-BLK solar module.

DOI: 10.4236/wjm.2019.94006

Maximum Power

335 W

Type of Cell

Polycrystalline Silicon

Cell Configuration

72 in Series

Open Circuit Voltage Voc

45.1 V

Maximum Power Voltage Vpm

35.2 V

Short Circuit Current Isc

8.94 A

Maximum Power Current Ipm

8.52 A

Module Efficiency

21%

Maximum System Voltage (DC)

1000 V

Dimensions

994 × 1971 × 46 mm
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was assumed to be 1% of the inverter cost.

4. Results and Discussions
In this Section, the results of the designed wind-solar hybrid power generation
system are presented and the conclusions from the findings are given.

4.1. Results Analysis
4.1.1. Simulation
HOMER simulates the operation of a system by making energy balance calculations in each hourly time step of the year. For each time step, HOMER compares
the electric demand in that time step to the energy that the system can supply in
that time step. Then, it calculates the flow of energy to and from each component of the system. HOMER performs these energy balance calculations for each
system configurations that were considered. It then determines whether a configuration is feasible, i.e., whether it can meet the electric demand under the specified conditions, and estimates the cost of installing and operating the system
over the lifetime of the project. The number of installed 100 kW wind turbines
was varied from 0 to 10 and the PV modules and converter sizes varied between
0 - 150 kW for the proposed system.
4.1.2. Optimization
After simulating all of the possible system configurations, HOMER displayed a
list of configurations sorted by net present cost (NPC), i.e. lifecycle cost, which
can be used to compare the different system design options. The NPC of a component is the net present value of all the costs of installing and operating that
component over the project lifetime, minus the present value of all the revenues
that it earns over the project lifetime. HOMER calculates the NPC of each component in the system, and of the system as a whole. Figure 6 shows the categorized

Figure 6. Categorized HOMER optimization results.
DOI: 10.4236/wjm.2019.94006
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HOMER optimization results. In each category of a different design type it
shows only the lowest NPC configuration. In Figure 7 the overall HOMER optimization results are presented.
Figure 7 shows that the 100 kW wind turbine and a 150 kW PV module with
a 10 kW converter give the cheapest configuration. This configuration has a
COE of 0.2 $/kWh and NPC value of $59,305,207. Figure 8 shows the monthly
average power production of the selected hybrid system.

Figure 7. Overall HOMER optimization results.

Figure 8. Monthly average power production of the wind-solar hybrid system.
DOI: 10.4236/wjm.2019.94006
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The total annual power generation from the hybrid system was 0.427 GWh,
where the solar contributed 0.27 GWh (28%) and 0.15 GWh (15%) was obtained
from the wind. Annual generation details obtained from HOMER are given in
Table 4.
Annual PV Output Variation and Wind Turbine Variation are shown in Figure 9 and Figure 10, respectively.
4.1.3. Financial Evaluation
The financial feasibility of the project was examined using the simple payback
method, in which the payback period was the time it takes for the return on the
investment to re-pay the sum of the original investment. The original investment
in this context was the sum of all investments that are related to the purchasing
and installation of wind-solar hybrid system. The return was the income generated
Table 4. Annual generation details of the proposed hybrid system.
Quantity

Units

PV Array

Wind Turbines

Rated capacity
Mean output

Kw

150

100 (10 × 10)

Kw

31.4

17.4

Maximum output

Kw

157

100

Total production

kWh/yr

275,147

152,721

Hours of operation

hr/yr

4357

6916

Capacity factor

%

20.9

17

Figure 9. Annual PV output variation.

Figure 10. Annual wind turbine output variation.
DOI: 10.4236/wjm.2019.94006
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by sale of electricity, reduced by the cost of operation and maintenance. Figure
11 shows the cost and income distributed over the lifetime of the project.
Total generation capacity of the design plant = 0.427 GWh/year.
Initial investment = $5.6 million.
Simple payback period = 2.6 years.
Internal Rate of Return (IRR) = 38.2%.
The hybrid model gave a simple recovery period of no more than 2.6 years.
Given that the typical wind turbine and solar photovoltaic group has an economic life of up to 25 years, this indicates that an investment will certainly be
profitable for the local conditions identified for the renewable energy resources
and the very high costs of generating fossil fuel.

5. Environmental Impact
Wind or solar power cannot be the sole source of electricity in a stable base-load
grid, but they can reduce the use of conventional energy sources. The environmental benefits of the wind-solar hybrid system in this study were assessed in
terms of avoided emissions. Given that a conventional thermal power plant
emits a certain amount of pollutant per kWh of generated electricity, the
wind-solar hybrid system can be considered to cause an avoidance of emissions,
since it generates the electricity with nearly zero pollutant emissions. Although
there are many types of emissions related to electricity production, CO2, sulfur
dioxide and nitrogen oxides emissions were considered. CO2 was the largest
component of the emissions from a conventional electricity production plant
and may be considered as the greatest environmental impact caused by the

Figure 11. Cost and income distributed over the lifetime of the project.
DOI: 10.4236/wjm.2019.94006
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power industry. The amount of CO2 produced by conventional diesel fuel is 0.6
kg for 1 kWh. Hence, the reduction of CO2 from energy saving of 0.427 GWh
would be 331 tons/y, and 1.5 - 0.74 tons/y annually for sulfur dioxide and nitrogen oxides emissions.

6. Conclusion
There exists a worldwide concern regarding the energy security and sustainable
development of energy across the globe. The role of renewable energy has therefore become more significant. The developed world is already on track for reducing the fossil fuel usage and developing the areas of renewable energy technologies. Through this study, an insight into the energy situation and renewable
energy potential of Libya was given. It was identified that Libya has an economically feasible power generation potential of wind and solar energy. Using the
HOMER simulation code, a grid-tied wind-solar hybrid power generation system was modeled for a selected location in the Al-Marj’s area of Libya (MARJU),
located on the coastal belt near Benghazi. Through the simulation process, the
installation of ten 100 kW wind turbines and 150 kw solar PV arrays was identified as a most feasible economical design to supply average load connected to
grid where payback period of the design was 2.6 years.
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